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NOTES:

SST PLATE.

I:::>FIELD ANCHOR THE HYDRAULIC VALVE PANEL.

2:::>PLACE THE COOLER ASSEMBLY ON THE BRACKET USING PINS.
NO WELDING OR BOLTING IS REQUIRED.

E::>>CAP 16" HEPA FILTER MOUNTING FLANGE USING 1/4" THICK 304
SEAL PLATE TO FLANGE USING /4"

THICK NEOPRENE

GASKET AND 4 3/8" SST BOLTS AND ACORN NUTS.
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